From: Liao. Marcia@Waterboards

To: mwilliams@lgvsd.org; rpgoebel@eoainc.com; Sherry Hull (shull@bacwa.org); alink@casaweb.org; Stuber, Robyn
Cc: Won, Yuri@Waterboards; Tang. Lila@Waterboards; Johnson, Bill@Waterboards

Subject: Comments on Las Gallinas TO

Date: Thursday, March 12, 2015 4:23:58 PM

Attachments: LGVSD Comments on TO final.pdf

BACWA Comment Letter to RWOCB - Las Gallinas 3-9-15.pdf
CASA LGVSD Permit Comments (Final).pdf
03.05.2015 U.S. EPA comment letter - Las Gallinas Valley STP public notice draft NPDES permit.pdf

Dear All,

The comment period for Las Gallinas TO closed on March 9. We received comments from LGVSD,
BACWA, CASA, and EPA. All four sets of comments are attached for your reference. Please let me
know if you need any additional information.
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March 9, 2015

Via email to;: mliao@waterboards.ca.gov
Cc: bwolfe@waterboards.ca.gov

Ms. Marcia Liao

Regional Water Quality Control Board
1515 Clay Street, Suite 1400

Oakland, CA 94612

Subject: Comments on Tentative Order for Las Gallinas Valley Sanitary District
Dear Ms. Liao:

The Las Gallinas Valley Sanitary District (District) appreciates the opportunity to comment on
the Tentative Order (TO) for the reissuance of the NPDES Permit for its wastewater treatment
plant. The District provides wastewater collection and treatment services for approximately
30,000 residential and businesses customers in northern San Rafael and unincorporated areas of
Marin County. The service area is primarily residential with a small amount of commercial
development. The District is a leader in water recycling, providing treated effluent to two
facilities that produce disinfected tertiary recycled water for distribution throughout the area. It
also operates an on-site water reclamation system that includes constructed ponds and marshes
maintained with recycled water that provides highly valued community open space for hiking
and bird watching. The District’s water recycling efforts enable it to divert plant effluent from
the NPDES discharge outfalls to beneficial reuse for 6-7 months per year.

The District appreciates the efforts of Water Board staff to communicate with us throughout the
permit development process and to take into consideration our concerns. Our major comments
relate to the TO’s chronic toxicity provisions and to the wording of the blending provisions. The
remaining comments cover several minor issues and corrections.

1. CHRONIC TOXICITY
1.a Effluent Limitations and Discharge Specifications - IV.A Table 4 “Effluent Limitations”
The District believes that imposition of numeric effluent limitations for chronic toxicity is

premature given that the State Board is in the process of developing a Statewide Toxicity Plan.
We believe that the until a Statewide Plan exists to guide Regional Boards in this area, the permit
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should not incorporate numeric limits, but should rather rely on the narrative limit in Section
IV.D and the triggers specified in the Monitoring and Reporting section. This is consistent with
several State Board Precedential Orders (Nos. WQ 2003-2012 and subsequent) directing
Regional Water Boards not to include numeric limits but to include narrative toxicity limits with
numeric triggers that when exceeded would require accelerated monitoring and rigorous
TRE/TIE investigations.

The narrative limit and trigger approach has been used successfully in NPDES permits in this
Region since the late 1990s to manage effluent toxicity as evidenced by the absence of detectable
chronic toxicity in water column samples collected by the Regional Monitoring Program (RMP)
for many years. Based on this absence of toxicity, the RMP reduced water column toxicity
monitoring to “confirmatory” monitoring once every five years.

EPA has not previously objected to permits in this Region using the narrative toxicity approach
with triggers. EPA, by letter dated June 25, 2003 described the conditions under which EPA
would consider a narrative effluent limit valid, described in WQO 2003-2012 as “US EPA has
also stated that if a narrative effluent is used, the permits must also contain (1) numeric
benchmarks for triggering accelerate monitoring, (2) rigorous toxicity reduction evaluation
(TRE)/toxicity investigation evaluation (TIE) conditions, and (3) a reopener to establish numeric
effluent limitations for either chronic toxicity or the chemical(s) causing toxicity.”

It is important to understand that toxicity is an “effect” not a pollutant. Chronic toxicity testing
measures sublethal endpoints on test organisms (e.g., juvenile mysid shrimp) such as growth or
reproduction. As discussed in the fact sheet, the results from chronic toxicity over the previous
permit term demonstrates that the toxicity observed in the treatment plant effluent was at low
levels (at or below 2.0 TUc, with most below 1.5 TUc) in all but one instance. The test has poor
reproducibility at these low levels. The lowest level effect that can be measured is 1.0 TUc
(equivalent to testing in 100% effluent). The three sample median trigger is set at this 1.0 TUc
level for shallow water dischargers such as the District. Deepwater dischargers are allowed a 10
TUc trigger, effectively reflecting a 10:1 dilution factor.

Extensive TIE testing by the District, including the one result that exceeded 2 TUc, have pointed
to pyrethroid pesticides as the likely source of this toxicity. Two toxicity laboratories widely
recognized for their work on NPDES discharge toxicity have corroborated this finding. However,
currently available TIE testing methods are limited in their ability to identify specific toxicants,
or even classes of toxicants, when they are present at the very low levels seen in the District’s
effluent. TIE follow-up chemical specific effluent monitoring has detected pyrethroids in the
extremely low but potentially toxic nanogram per liter range that has been reported in the
literature as affecting sensitive test organisms such as the mysid shrimp (and Ceriodaphnia).

The District has ongoing public outreach efforts to raise public awareness of the issue, and
participates in Statewide efforts to better characterize the nature of pyrethroids in wastewater.
However, in the end, the District has no legal authority to control the public’s use of registered
pesticides. Only EPA and the California Department of Pesticide Regulation have authority to
regulate pesticide usage. The District further notes that its efforts to discourage uses that can
result in pyrethroids appearing in wastewater can even run counter to advice from other public
agencies. A recent ad placed in the Marin Independent Journal by the Marin Sonoma Mosquito
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and Vector Control District encouraged residents to treat clothing with the widely available
pyrethroid Pemethrin as a means of combating mosquitos that carry the West Nile Virus. This
illustrates the complex nature of the issue, and of limitations faced by a small wastewater district
in attempting to change public behavior regarding the use of these products.

The District supports the position of statewide (CASA) and local (BACWA) organizations that
believe the State Water Board should be allowed to complete the development of a Statewide
Toxicity Plan, which will include methodologies for identifying reasonable potential and for
deriving effluent limits for effluent toxicity that have been through a rigorous and transparent
public review process. We therefore request that numeric limits for chronic toxicity be deferred
until that time.

1.b Attachment E, paragraph V.B.., Whole Effluent Toxicity Testing Requirements - Triggers

If the final Tentative Order retains numeric limits for chronic toxicity, the District believes the
MRP’s provisions for chronic toxicity triggers are unnecessary. In the absence of effluent limits,
triggers serve a reasonable role in supporting the narrative objective. With effluent limits, they
are not needed to protect receiving water quality, as that role is served by the effluent limit. The
District notes that no other effluent limitations in individual discharger permits are accompanied
by effluent triggers. In rare cases where effluent triggers have been employed in an NPDES
permit (e.g. the regional mercury permit) the numeric value of such triggers is a high percentage
(>60%) of the effluent limit. EPA in their January 15, 2015 initial objection letter stated that
“We are concerned that chronic WET is treated differently than chemical-specific pollutants
... While the District does not believe that this alone is a sound basis for requiring numeric
limits, for the reasons described above, the District does believe that since chemical pollutant
effluent limits do not have triggers associated with them that chronic toxicity limits should also
not have triggers, if numeric limits are to be retained in the permit.

The retention of the previous permit’s toxicity triggers will only perpetuate a cycle of expensive
testing and investigations that provides minimal, if any, additional information or water quality
benefit. The District was fortunate in that its TIE investigation was successful in having
identified the likely source of toxicity (see previous comments on effluent limitations for chronic
toxicity), in large part because one event included a toxicity “signal” that was sufficiently strong
to support a successful investigation. (This result would have exceeded the T.O.’s proposed
effluent limits and triggered follow-up actions). The more common experience for dischargers
conducting TIE investigating in response to low level toxicity are results that are costly but
inconclusive. It is no exaggeration to say that for a number of shallow water dischargers,
accelerated monitoring and associated investigations in response to low-level chronic toxicity are
the dischargers” most costly single laboratory expense, and certainly the most frustrating. A
more appropriate and less wasteful regulatory approach, used for other effluent limitations,
would be to require accelerated monitoring and/or follow-up investigations when actual limits
are exceeded, or at some threshold that is reasonably proximate to the actual limits. The District
therefore requests that the TO chronic toxicity trigger levels be eliminated or changed to more
more appropriate levels.

Finally, since the likely source of toxicity has been identified and the District is taking all
reasonable efforts to reduce impacts (including the diversion of discharge for from the receiving
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water for up to seven months per year during low flow periods), the District requests that
consideration be given in the next screening study to allowing use of a test species that is less
sensitive to pyrethroid toxicity.

2. WATER QUALITY BASED EFFLUENT LIMITS (WQBEL) - CHRONIC TOXICITY
2.a Fact Sheet IV.C.4.a. (p. F-29)

The District strongly disagrees with the statement in the Fact Sheet attempting to justify
inclusion of numeric chronic toxicity limits that states that “Numeric WQBELs will further
prompt the Discharger to take proactive measures to comply with the limitations and address
toxicity in advance of violations that may affect aquatic life.” As explained above in this
comment letter, and earlier in the Fact Sheet (p. F-27), the District has been extremely diligent
investigating potential sources of the recurring low level toxicity. The most likely causative
agent is EPA-regulated pyrethroid pesticides that the District has no legal authority to control.
The District is conducting efforts over which is does have control, such as public education and
outreach. However, the District cannot prevent residents from purchasing and using pyrethroid
containing products, such as pet flea and tick shampoos or clothing treatments for mosquito-
proofing that may enter household plumbing and from there the wastewater collection system.
Exceedance of chronic toxicity WQBELs would allow the RWB to pursue discretionary
enforcement and for third parties to file lawsuits for factors beyond the control of the District
(i.e. pyrethroids). Having numeric effluent limits that merely result in the imposition of penalties
does not remedy any potential water quality issues, it just penalizes the sampling results. The
District requests that the above cited sentence be deleted.

2.b Fact Sheet IV.C.3.e.ii (p. F-27)

The District does not dispute the fact that during the prior Order term that there were recurring
instances of low level (<2 TUc) chronic toxicity. The District is concerned about the use of an
unspecified “presumptive” type reasonable potential analysis (RPA) for chronic toxicity for the
first time, in this permit. Chronic toxicity is an effect, not a toxic priority pollutant. Therefore, as
with ammonia, the RWB has discretion as to which RPA methodology to use (and per below
which effluent limit calculation method to use) for chronic toxicity. Given the unique nature of
chronic toxicity results, the District recommends before imposition of numeric WQBELSs, that
the RWB first collaborate with BACWA and other stakeholders to develop a technically sound
and transparent RPA methodology for determining when numeric WQBELSs are required to be
included in permits and when, based on evidence of consistent compliance, those limits could be
removed from permits, as is now done for chemical constituents.

2.c Fact Sheet 1V.C.3.e.i (p. F-26)

The Fact Sheet is unclear about the process used to adopt a numeric chronic toxicity criterion
into the Order, when there is not currently an applicable numeric criterion adopted by either the
State or Regional Water Boards. The Fact Sheet states that “For this Order, this narrative
objective is translated into a numeric criterion of 1.0 chronic toxicity unit (TUc).” The Fact Sheet
does not specify what the regulatory basis is or the process used for this “translation.” It appears
to the District that this action is equivalent to adoption of a water quality objective and therefore
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requests that the Order cite how the requirements of Water Code Section 13241 have been
complied with.

2.d Fact Sheet IV.C.4.c. & d. (p. F-30 - 33)

Should the Regional Water Board decide to include a numeric limit in the revised Order,
regardless of the reasons laid forth above by the District, then the calculation of the limit should
be made in an appropriate matter. Comments submitted by BACWA critique the use of the
SIP’s statistical methodology to calculate the numeric limits. The District recommends a more
straight-forward, albeit less statistically sophisticated, approach that is consistent with existing
chronic toxicity monitoring triggers used in NPDES permits throughout the region: Simply
multiply the water quality objective by an applicable dilution factor. This is the approach
implied by the Basin Plan’s use of 10 TUc as a monitoring trigger for chronic toxicity for deep
water dischargers; deep water dischargers have dilution of 10:1 or greater. Using this approach,
combined with a MDEL/AMEL multiplier of 2.0, results in an AMEL of 3.25 TUc and an
MDEL of 6.5 TUc.

Consistent with the above recommendation, paragraph IV.C.4.c. & d, would be changed as
follows:

WQBEL Calculations. The following table shows the WQBEL calculations. Calculations
for chemical-specific pollutants are in accordance with the SIP. Caleulationsfor-chronic
toxicity-use-the-SIP-methodelogy-as-guidance—Calculations for chronic toxicity assume
that the water quality objective of 1.0 TUc will be met at the edge of the mixing zone,
where the dilution factor is 3.25:1, or 30.7% effluent. This corresponds to a limit of 3.25
TUc for the average monthly effluent limitation, which corresponds to chronic
conditions. An MDEL/AMEL multiplier of 2.0 was used, consistent with ratios between
three-sample medians and single-sample maximums identified in Table 4-5 of the Basin
Plan.

Also Strike out last column of Table F-8.

In Table 4 of the permit, the corresponding change would be:
AMEL changes from 2.7 to 3.25 TUc
MDEL changes from 5.3 to 6.5 TUc

3. ACUTE TOXICITY
3a. Permit Section IV. C. Whole Effluent Toxicity Effluent Limitations

The District has a long history of nearly 100% compliance with the long-established acute
toxicity effluent limitations. Chronic toxicity testing is a much more sensitive test than acute
toxicity since it measures sublethal endpoints such as growth and reproduction versus only
percent survival in the acute toxicity test. The District does not believe that acute toxicity testing
provides useful or actionable information and requests that the effluent limits and monitoring
requirements be removed from the Order. BACWA has compiled acute toxicity testing data from

300 Smith Ranch Road ¢ San Rafael, CA 94903 e« 415.472-1734 « Fax 415.499-7715 ¢« WWW.LGVSD.ORG





Ms. Marcia Liao
March 9, 2015 Page 6 of 8

other dischargers throughout the Region showing a similar history of long-term consistent
compliance. The District believes that this request is consistent with the State Water Board’s
recent efforts to identify areas where the cost of compliance can be reduced without adversely
impacting water quality.

In February 2015 the Los Angeles Regional Water Board reissued an NPDES permit for the San
Jose Creek Water Reclamation Plant that removed that permit’s acute toxicity effluent
limitations, based on the fact that “chronic toxicity is a more stringent requirement than acute
toxicity. Removal of the numeric acute toxicity effluent limit from the 2009 permit does not
constitute backsliding because of this.” (Fact Sheet p. F-69)

4. BLENDING
4.a Provision V.1.C.5.b, Table 5 “Tasks to Reduce Blending”

Consistent with this provision’s requirements for an Updated Wet Weather Improvements Plan
and the overall goal to reduce the use of blending as a wet weather flow management strategy,
the District has selecting a qualified firm to prepare engineering plans and specifications for
improvements to the plant’s secondary treatment processes. These improvements will also
consider possible future treatment needs and long-term challenges facing treatment plant (e.g.,
sea level rise). The cost for this design work is funded, however, funding for construction is
expected to require a rate increase that has yet to be presented to or approved by ratepayers.

The wording for Task 1 specifies that certain specific improvements be incorporated into Plan,
based on the previous version of the Wet Weather Improvements Plan - major elements of which
have been implemented - and the 2012 predesign study by Brown & Caldwell. While the
District believes that 2012 study provides a solid framework for future improvements, it is
concerned that the Task 1 wording is overly prescriptive and may reduce the District’s flexibility
in allowing the selected design firm to propose alternative processes that would achieve the same
design objectives. Finally, because the service area is subject to occasional extreme rainfall
events, the complete elimination of blending under all circumstances may not be practicable. The
District therefore request the wording for Task 1 in Table 5 be modified as follows (proposed
wording is underlined):

1. Develop and Implement Updated Wet Weather Improvement Plan.

The Discharger shall develop an updated Wet Weather Improvement Plan that takes into
account the alternatives identified in the 2012 Brown and Caldwell study and the corrective
measures identified, but not yet completed, in the Discharger’s Wet Weather Improvements
Report (dated May 1, 2010) and Wet Weather Improvements Workplan (dated August 1,
2010). The Plan shall establish measurable goals to minimize and eventually eliminate
blending due to wet weather events as a routine flow management strategy. The Plan shall
specify measures to be implemented at the plant and wastewater collection system, and
identify their costs, implementation schedules, and proposed funding mechanisms. These
measures shall include, but are not limited to, the following:
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a. Implementation of collection system capital improvement projects at a rate consistent
with industry standards based on the condition of the system;

b. Feasible reduction of rainwater inflow from known sources, including residential
swimming pools, runoff from the Guide Dogs for the Blind facility, and runoff from the
treatment plant grounds that is captured and returned to the plant headworks;

c. Construction of an additional secondary clarifier;

d. Construction of a flow equalization system basin{approximately-one-million-galens);

e. Construction of new activated sludge basins or other secondary treatment capacity
enhancements.

The Discharger’s Plan may include alternatives to items c, d, and e above that provide an
equivalent means of achieving the blending reduction goals.

The Discharger shall identify in the plan the measures to be undertaken during the term of
this Order. The Discharger shall describe the extent to which implementing these measures
will improve wet weather management. The Discharger shall incorporate feedbacks, if any,
from the Executive Officer and begin implementation of the plan by the date specified.

4.b Discharge Prohibitions I111.C.

For consistency with permit wording in other sections (e.g. Fact Sheet sections 11.A.3 and
IV.A.l.c), the District requests that the “reliable process capacity of the secondary treatment
units” be identified as 8 mgd (rather than 8.0 mgd). Blending thresholds are controlled by weirs,
which are typically not accurate to the level implied by 8.0 mgd.

In that same paragraph, the District requests that the words “as designed” be deleted. Many
changes to the treatment plant have occurred since the original plant was designed in the 1950s.
Plant operations have evolved according, and therefore may not always conform to the “as
designed” standard (e.g., use of the main primary clarifier for flow equalization). Operational
changes are captured in the plant O&M Manual and plant SOPs, and reference to these
documents is appropriate.

5. OTHERT COMMENTS

5.1. Fact Sheet — Permit Information 1.B

Reference to Water Reuse Order No. 02-064 should be Order 92-064
5.2 Fact Sheet - Facility Description 11.A.6 Stormwater Management
Final sentence has a reference to a permit section that does not exist.

5.3 Fact Sheet — Summary of Existing Requirements and Monitoring Data, Table F-2.
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For selenium, the Highest Monthly Average value was 0.60 ug/L. The Highest Daily Discharge
was 0.74 ug/L, as indicated on Table F-7.

5.4 Fact Sheet — Water Quality Based Effluent Limitations, Chronic Toxicity, IV.C.3. e.ii.

The District requests that the following be added to the final paragraph of this section: The
potential impacts are mitigated in part by the fact that discharge to the receiving water is
prohibited from June-October, when receiving water flows are at their lowest levels.

The District appreciates your consideration of the above comments. Please contact either me or
Ray Goebel at EOA, Inc. if you have questions or need additional information.

Sincerely,

Mark R. Williams
General Manager

cc: Board of Directors, LGVSD










BACWA

N BAY AREA

CLEAN WATER

YT
March 9, 2015

Marcia Liao

Water Resources Control Engineer

San Francisco Bay Regional Water Quality Control Board
1515 Clay Street, 14th Floor

Oakland, CA 94612

Via email: mliao@waterboards.ca.gov

Subject: Comment Letter — Tentative Order for Las Gallinas Valley Sanitary District Sewage
Treatment Plant (LGVSD) (NPDES No. CA0037851)

Dear Ms. Liao:

The Bay Area Clean Water Agencies (BACWA) appreciates the opportunity to comment on the
Tentative Order for reissuance of the Las Gallinas Valley Sanitary District Sewage Treatment
Plant (LGVSD) NPDES Permit. BACWA is a joint powers agency whose members own and
operate publicly-owned treatment works (POTWs) and sanitary sewer systems that collectively
provide sanitary services to over 6.5 million people in the nine county San Francisco Bay Area.
BACWA members are public agencies, governed by elected officials and managed by
professionals charged with protecting the environment and public health.

BACWA'’s comments pertain to the new numeric chronic toxicity limits in LGVSD’s Tentative
Order. LGVSD’s current permit contains narrative toxicity limits, and numeric triggers that if
exceeded lead to accelerated monitoring as well as a toxicity investigation/reduction evaluation
(TIE/TRE). LGVSD periodically measures toxicity up to 2 TUc, exceeding its 3-sample median
trigger of 1 TUc, and measured a single sample that was 8 TUc on November 13, 2013. LGVSD
has been engaged in an ongoing TIE/TRE which has not yielded any actionable results, although
LGVSD has detected low levels of a pesticide, permethrin, in its effluent. The Regional Water
Board, at the behest of the USEPA', used the exceedance of its chronic toxicity triggers as a
justification to find reasonable potential and establish numeric effluent limits. Because these
numeric chronic toxicity limits are precedential in our Region, BACWA strongly recommends
the Regional Water Board reconsider their adoption pending further discussion about the
appropriate standards setting processes identified in this letter. BACWA’s concerns and
recommendations are described below.

1. There is no regulation that establishes a methodology for reasonable potential
determination and calculation of effluent limits for chronic toxicity.

! Per the January 15, 2015 Pre-notice draft permit initial objection letter (Objection Letter) — NPDES
permit for Las Gallinas Valley Sanitary District Sewage Treatment Plant (LGVSD) (NPDES No.
CA0037851) sent to Bruce Wolfe, Regional Water Quality Control Board Executive Officer, from Jane
Diamond, USEPA Region IX Water Division Direction
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At this time there is no specific guidance on establishing numeric chronic toxicity limits in the
San Francisco Bay Region. The Water Quality Control Plan for the San Francisco Bay Basin
(Basin Plan) states, “Chronic toxicity effluent limits are derived for individual dischargers based
upon Best Professional Judgment,” and is silent on how to determine reasonable potential. The
State Policy for Implementation of Toxics Standards for Inland Surface Waters, Enclosed Bays,
and Estuaries of California (SIP) lays out a methodology for determining reasonable potential and
calculating effluent limits for priority pollutants, but does not address methodologies for toxicity.

In the absence of regulation, which should be developed through a transparent public process, the
USEPA is requiring the Regional Water Board to develop an ad hoc methodology for
determining reasonable potential and setting chronic toxicity effluent limits in this permit.
BACWA objects to this development of “policy by permit” and instead requests that the Regional
Water Board work with stakeholders to develop a technically sound and robust approach for
findings of reasonable potential and calculation of effluent limits.

BACWA RECOMMENDATION: Because of the precedential nature of these numeric chronic
toxicity limits, BACWA urges the Regional Water Board to take this opportunity to develop a
Regional toxicity strategy through a collaborative stakeholder process. BACWA encourages the
Regional Water Board to consider a toxicity watershed permit which would holistically consider
toxicity in effluent and receiving waters, set achievable limits and management objectives, and
provide guidance for investigating measured toxic effects and conducting toxicity reduction
evaluations. The Watershed Permit approach for monitoring potential toxicity of POTW
discharges seems like a viable strategy given the robust whole effluent toxicity (WET) data from
more than 25 years of effluent monitoring combined with receiving water WET monitoring under
the Regional Monitoring Program (RMP) and the Surface Water Ambient Monitoring Program
(SWAMP).

2. Reasonable potential should not be based on trigger exceedances, since triggers do
not constitute water quality objectives

The LGVSD Tentative Order qualitatively determines reasonable potential based on exceedances
of trigger levels set to initiate an investigation (not a limit based on a water quality objective).
This action represents an ad hoc treatment of the triggers as established water quality objectives
that are used for compliance purposes. If the Regional Water Board wishes to adopt chronic
toxicity water quality objectives, it should be done officially, per Water Code Section 13241.
Ideally, reasonable potential determinations should also consider whether measured toxic effect
represents real toxicity or is related to the inherent variability of the test method.

BACWA RECOMMENDATION: The Regional Water Board should work with stakeholders to
develop appropriate criteria for establishing reasonable potential to prompt setting of numeric
chronic toxicity limits, and this process should also address removing these limits in subsequent
permits when reasonable potential is not demonstrated.

3. Where imposed, numeric chronic toxicity limits should replace triggers.

If dischargers that are found to have reasonable potential are given numeric effluent limits, there
is no longer a need for the triggers that are currently used in permits. The triggers, which are set
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to lower levels since they do not incorporate dilution for shallow water dischargers, are an
unnecessary level of protection when combined with numeric limits. Including both triggers and
numeric limits would cause dischargers to waste resources on TIE/TRE investigations for a
measured toxic effect that is low level, often nonpersistent and set at a level below the
compliance threshold that is presumably protective of the Bay.

BACWA RECOMMENDATION: When dischargers are given numeric chronic toxicity limits,
the triggers requiring TIE/TRE investigations should be removed from their permits.

4. Calculation of effluent limits for toxicity do not make sense using the SIP procedure

The approach to calculating chronic toxicity effluent limits in the Tentative Order, which closely
follows the SIP and the other effluent limitations, is not appropriate for a statistical construct such
as chronic toxicity units (TUc). By definition, the lowest observable value is "< 1 TUc," which
corresponds to no effect at an effluent concentration of 100%. The background receiving waters
cannot have a toxicity of "0.0 TUc" as listed in Table F-8, which mathematically corresponds to
an effluent concentration of infinity. Unfortunately, the EPA's Technical Support Document for
Water Quality-based Toxics Control contains the same logical error, and assigns "0 TUc" to
receiving waters. Following the SIP methodology and using a value of 1.0 TUc as a background
concentration produces a final average monthly effluent limit (AMEL) of 0.8 TUc, which is
nonsensical.

BACWA RECOMMENDATION: Limits should be calculated using an approach that is
consistent with how existing chronic toxicity monitoring triggers are calculated based on dilution
in NPDES permits throughout the Region: Simply multiply the water quality objective by an
applicable dilution factor. This approach is implied by the Basin Plan’s use of 10 TUc as a
monitoring trigger for chronic toxicity for deep water dischargers; deep water dischargers have
dilution of 10:1 or greater. Using this approach for the LGVSD permit, combined with an
assumed water quality objective of 1.0 TUc (actual WQO to be established per Water Code
Section 13241) and a MDEL/AMEL multiplier of 2.0 results in an AMEL of 3.25 TUc and an
MDEL of 6.5 TUc.

5. Toxicity testing measures an effect, rather than a toxicant, and is inherently
variable. Dischargers should be given the opportunity to investigate results and
invalidate a spurious toxicity test result when identified.

Toxicity testing measures a biological response, rather than directly measuring the presence of a
toxicant. While biological inhibition may occur in response to a toxicant, it can also occur due to
problems with the organisms’ food or with the health of the organisms themselves. Other factors
such as pathogens can influence organisms’ response during toxicity testing. As such,
measurements of toxic effect are inherently variable and subject to noise at low levels.

In Region 2, shallow water dischargers’ chronic toxicity triggers do not account for dilution.
Because of the lower validity of WET data when measured at low levels, over the past five years,
several dischargers have exceeded their triggers and were required to conduct toxicity reduction
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evaluations (TRE) (see Attachment 1). Of the six shallow water dischargers who have conducted
TRE:s in the past five years, only one has identified a probable toxicant. The other TREs were
either inconclusive or showed pathogen interference was the cause of the observed toxic effect.
The total cost of these efforts has been upwards of $1.3 million for this five year period.

Between August 2009 and May 2010, San Jose/Santa Clara Regional Wastewater Facility sent
fifteen split samples to different labs for chronic toxicity testing (see Attachment 2). In four of
these fifteen occasions, the results from the two labs were sufficiently different that one of the
results would have contributed to a trigger exceedance and the other would not. In two cases, one
lab showed relatively high levels of toxic effect (>5 TUc) while the other showed none (<1 TUc).
They also found that when some of their effluent samples that showed toxic effect upon initial
testing were later retested, the toxic effect had disappeared.

This experiment demonstrates the inherent variability of chronic toxicity testing, as well as the
measured toxic effects are transient or not persistent. The results illustrate the need for a
minimum detection limit for toxicity testing, as well as the development of quality
assurance/quality control (QA/QC) procedures for invalidating the results of a given toxicity test
when warranted.

Another approach to avoid requiring agencies to inefficiently direct resources investigating low
level, nonpersistent toxic effect is to give dischargers appropriately sized mixing zones. Mixing
zones are justifiable for both deep water dischargers and shallow water dischargers like LGVSD,
since there has been no evidence that toxic effects detected in dischargers’ effluent has an impact
on surface waters. The San Francisco Bay receiving water has been shown by the SWAMP and
RMP to be non-toxic, with exceptions where waters are impacted by pesticide runoff> from land.
No receiving water toxicity has been attributed to POTW discharges. A secondary mixing zone
can be defined to increase agencies’ dilution credit, where they have not observed acute toxicity.

BACWA RECOMMENDATION: Toxic effect as measured by WET testing is highly variable
and often nonpersistent. Toxicity has not been observed in the receiving waters of the San
Francisco Bay. To avoid spurious findings of toxicity and the resulting violations, dischargers
should also be given the opportunity to invalidate findings of toxicity if the test results do not
meet robust QA/QC standards. Numeric effluent limits should be developed using the maximum
feasible mixing zone. A Toxicity Watershed Permit could establish standards for WET
monitoring in the Bay, thresholds for conducting effective TIE/TRE in response to validated
WET monitoring results, and appropriate numeric chronic toxicity effluent limits.

6. Chronic toxicity testing is more conservative than acute testing, so dischargers
should have the opportunity to have their acute toxicity limits and monitoring
requirements removed.

2 Toxicity in San Francisco Bay Waters, 2012 SWAMP Report, found at
http://www.swrcb.ca.gov/water issues/programs/swamp/docs/reglrpts/rb2 toxicity 2012.pdf

3 TOXICITY TESTING: Ten Years of Testing for the Effects of Estuary Contamination, 2003 Pulse of the
Estuary, pg. 27, found at http://www.sfei.org/sites/default/files/rmp/pulse/2003/pulse2003.pdf
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Currently, all dischargers in the San Francisco Bay Region have acute toxicity numeric limits and
monitoring requirements. Chronic toxicity endpoints are more sensitive than acute toxicity
endpoints (i.e., an organisms will fail to grow, germinate, etc., at lower levels of a toxicant than
are lethal). Therefore, it is unnecessary to have both chronic and acute toxicity numeric limits
and monitoring requirements.

BACWA RECOMMENDATION: Dischargers who are given numeric chronic toxicity limits
should be given the opportunity to do a reasonable potential analysis for acute toxicity, and to
drop their acute toxicity limits and monitoring requirements if no reasonable potential is found.

BACWA would be happy to meet with Regional Water board staff to discuss ways to implement
these recommendations.

Respectfully,

David R. Williams
BACWA Executive Director

CC:
Mr. Bruce Wolfe, Regional Water Board
Mr. Thomas Mumley, Regional Water Board
Ms. Lila Tang, Regional Water Board
Mr. William Johnson, Regional Water Board
Mr. Ray Goebel, Las Gallinas Sanitary District
BACWA Executive Board
Ms. Meg Herston, BACWA Permits Committee Chair





ATTACHMENT 1

Summary of Chronic Toxicity Testing by Region 2 Shallow Dischargers

Number Percentage
Number of |between 1 and|between 1 and |[Number 22 |Percentage 2 2
Discharger Timeframe Samples 2 Tuc 2 Tuc Tuc Tuc TRE Notes (see sheets for details)
TRE Feb-Jul 2012, concluded cause was
June 2009 - pathogen interference. Cost
Palo Alto December 2014 72 5 7% 10 14%|approximately $100K.
TRE/TIEs Oct 2009 - June 2010, and June
July 2009 - 2013- August 2014, both inconclusive.
San Jose December 2014 101 10 10% 12 12%|Total cost above $250K.
Three successive TREs, all inconclusive -
ammonia, unidentified organic and
January 2010 - 4 (survival) 14 |5% (survival) |2 (survival) 2% (survival) [polymer, respectively, were suspected.
Sunnyvale December 2014 85|(Growth) 16% (growth) [12 (Growth) [14% (growth) |Total cost approximately $750K.
TRE Feb 2011 - May 2012, found pathogen
October 2010 - interference. Total cost approximately
Novato October 2014 25 2 8% 13 52%]|$100K.
March 2006 - Ongoing TIE indicates that zinc may be
Sonoma January 2015 53 6 11% 9 17%|toxicant. Total cost $73K.
December 2011 -
Petaluma November 2014 10 0 0% 0 0%|N/A
July 2009 -
Fairfield Suisun October 2014 22 0 0% 0 0%(N/A
TIE work since 2011 is inconclusive, but
April 2009 - 19 (survival)  [59% (survival) |1 (survival) 2 [3% (survival) |pyrethroids are suspected. Total cost
Las Gallinas December 2014 32|20 (Growth) |62% (growth) |(Growth) 6% (growth) approximately $50K.
Notes: Napa data not tabulated in CIWQS, Yountville and St. Helena have no chronic toxicity testing requirements






ATTACHMENT 2

San Jose-Santa Clara Regional Wastewater Facility
Chronic Toxicity Test Results 2009-Dec 2014 Test Species: Ceriodaphnia dubia (May 2009- October 2014 Permit)

NOEC TUc NOEC % ECorlIC 25 TST

Start Date (Survival) (Reproduction) (Reproduction) (Reproduction) (Reproduction)
7/18/09 100% 33.5| <32% effluent|] 2.99% effluent Fail 67.7%
8/1/09 100% <l| 100% effluent|] >100% effluent Pass
8/17/2009 (TSI) 100% 1.17| 100% effluent| 85.4% effluent Fail 25%
8/19/2009 (PERL) 100% 2.49 56% effluent| 40.2% effluent Fail 36%
9/14/2009 (PERL) 100% <l] 100% effluent] >100% effluent Pass
9/15/2009 (ESD) 100% <1l| 100% effluent] >100% effluent Pass
10/4/2009 (PERL) 100% <l] 100% effluent] >100% effluent Pass|October 2009-June 2010: SJSC conducted TRE/TIE
10/4/2009 (ESD) 100% <l] 100% effluent] >100% effluent Pass|investigations. TIE costs estimated ~ $200,000 -
11/7/2009 (ESD) 100% <l] 100% effluent] >100% effluent Pass|250,000. Toxicity Identification Evaluation (TIE)
11/28/2009 (TSI) 100% <l] 100% effluent] >100% effluent Pass|manipulations were performed on samples from
11/29/2009 (PERL) 100% <1l| 100% effluent] >100% effluent Pass|two confirmed toxic events in February with
12/18/2009 (ESD) 100% 5.78| <32% effluent| 17.3% effluent| Fail 41.9%|support from Aqua-Science Laboratories in Davis,
12/20/2009 (PERL) 100% <l] 100% effluent] >100% effluent Pass|CA. The TIE studies could only confirm that toxicity
1/9/2010 (TSI) 100% <l| 100% effluent| >100% effluent Pass|was present, was only slightly ameliorated by EDTA
1/10/2010 (PERL) 100% <l] 100% effluent] >100% effluent Pass|(not a metal or only slight effect from a metal),
1/20/2010 (TSI) 100% <l] 100% effluent] >100% effluent Pass|was more ameliorated by Solid Phase Extraction
1/21/2010 (PERL) 100% <l] 100% effluent] >100% effluent Pass|(SPE) columns (likely organic), was substantially
1/30/2010 (ESD) 100% <l| 100% effluent| >100% effluent Pass|ameliorated by Organophosphate (OP) enzyme and
1/31/2010 (PERL) 100% <l] 100% effluent] >100% effluent Pass|piperonyl butoxide (PBO) (indicating possibility of
2/8/2010 (AS) 75% 52| <32% effluent] 19.1% effluent|] Fail 75.5%|an OP pesticide or some organic compound that
2/8/2010 (ESD) 100% 8.5 <32% effluent| 11.8% effluent|] Fail 40.3%|behaves similarly), was exacerbated by filtration
2/26/2010 (AS) 100% <1*| 100% effluent] >100% effluent Pass|(not particle-bound) and was exacerbated by
2/27/2010 (ESD) 100% 7.5 <32% effluent| 13.3% effluent| Fail 70.7%|[sodium thiosulfate (STS) (not an oxidizer).
3/13/2010 (AS) 100% <l| 100% effluent| >100% effluent Pass|Unfortunately, attempts to elute and recover the
3/13/2010 (ESD) 100% <l] 100% effluent] >100% effluent Pass|toxicity captured on SPE columns were
3/27/2010 (ESD) 100% <l] 100% effluent] >100% effluent Pass|unsuccessful. For this reason, the TIE
3/28/2010 (AS) 100% <1l| 100% effluent] >100% effluent Pass|investigations were of limited value.
4/17/2010 (ESD) 100% <l] 100% effluent] >100% effluent Fail 16.9%
4/17/2010 (AS) 100%| No Result** NA NA NA






NOEC TUc NOEC % ECorIC 25 TST
Start Date (Survival) (Reproduction) (Reproduction) (Reproduction) (Reproduction)
5/1/2010 (ESD) 100% <1l| 100% effluent] >100% effluent Pass
5/2/2010 (AS) 100% 1.8 42% effluent] 55.6% effluent Fail 24%
5/2/2010 (PERL) 100% <l] 100% effluent] >100% effluent Pass
5/21/2010 (ESD) 100% <l| 100% effluent|] >100% effluent Pass
5/21/2010 (PERL) 100% <l] 100% effluent] >100% effluent Pass
6/14/10 100% <1} 100% effluent] >100% effluent Pass
6/26/10 100% <l] 100% effluent] >100% effluent Pass
7/17/10 100% <1l| 100% effluent] >100% effluent Pass
8/13/10 100% <l] 100% effluent] >100% effluent Pass
9/19/10 100% 10.4| 6.25% effluent] 9.63% effluent| Fail 84.8%
10/4/10 100% <l] 100% effluent] >100% effluent Pass
10/24/10 100% <1l| 100% effluent] >100% effluent Pass
11/13/10 100% <l] 100% effluent] >100% effluent Pass
12/11/10 100%| No Result**| 100% effluent| >100% effluent Pass
12/19/2010 (TSI) 100% <1l| 100% effluent] >100% effluent Pass

1/10/11 100% <1l| 100% effluent] >100% effluent Pass
2/21/11 100% <l] 100% effluent] >100% effluent Pass
3/7/11 100% <1l| 100% effluent] >100% effluent Pass
4/21/11 100% <l] 100% effluent] >100% effluent Pass
5/10/11 100% 5.46 25% effluent] 18.3% effluent Fail 51.8%
6/9/11 100% <l] 100% effluent] >100% effluent Pass
6/21/11 100% 14 50% effluent 71% effluent| Fail 34.6%
7/23/11 100% <l] 100% effluent] >100% effluent Pass
8/8/11 100% <1l| 100% effluent] >100% effluent Pass
8/22/11 100% 1.7 25% effluent| 58.9% effluent Fail 62.9%
9/13/11 100% <1l| 100% effluent] >100% effluent Pass
10/3/11 100% <l] 100% effluent] >100% effluent Pass
11/2/11 100% <1l| 100% effluent] >100% effluent Pass
12/5/11 100% <l] 100% effluent] >100% effluent Pass
1/10/12 100% 1.6 50% effluent] 61.7% effluent Fail 40.8%
2/6/12 100% <l] 100% effluent] >100% effluent Pass
3/5/12 100% <1l| 100% effluent] >100% effluent Pass






NOEC TUc NOEC % ECorIC 25 TST
Start Date (Survival) (Reproduction) (Reproduction) (Reproduction) (Reproduction)
4/16/12 100% <l] 100% effluent] >100% effluent Pass
5/7/12 100% <l] 100% effluent] >100% effluent Pass
6/11/12 100% <l] 100% effluent] >100% effluent Pass
7/16/12 100% <1} 100% effluent] >100% effluent Pass
8/13/12 100% <l] 100% effluent] >100% effluent Pass
9/11/12 100% <1} 100% effluent] >100% effluent Pass
10/16/12 100% 4.1l 12.5% effluent] 24.5% effluent Fail 24.5%
11/2/12 100% <1l| 100% effluent] >100% effluent Pass
11/8/12 100% <l] 100% effluent] >100% effluent Pass
12/3/12 100% <1l| 100% effluent] >100% effluent Pass

1/19/13 100% 1.7 25% effluent] 58.1% effluent Fail 63.3%
2/4/13 100% <1| 100% effluent|] >100% effluent Pass
3/4/13 100% 10.1| 6.25% effluent] 9.88% effluent Fail 44.2%
4/2/13 100% <1| 100% effluent|] >100% effluent Pass
4/12/13 100% 1.2 100% effluent] 84.5% effluent Fail 27%
5/6/13 100% 2.3 50 % effluent] 42.7% effluent Fail 67.6%
6/10/13 100% <1| 100% effluent|] >100% effluent Pass
7/12/13 100% <1| 100% effluent|] >100% effluent Pass
8/1/13 100% 1.1 50% effluent] 90.7% effluent Fail 27.1%
8/5/13 100% <1| 100% effluent| >100% effluent Pass
9/12/13 100% 2.9 25% effluent| 34.6% effluent Fail
10/4/13 100% <1| 100% effluent| >100% effluent Pass
11/19/13 100% 1.2 50% effluent] 86.1% effluent Fail
12/9/13 100% <1| 100% effluent| >100% effluent Pass
1/10/14 100% <1| 100% effluent|] >100% effluent Pass
2/3/14 100% 1.6] 100% effluent] >100% effluent Fall
3/3/14 100% <1| 100% effluent|] >100% effluent Pass
4/8/14 100% <1| 100% effluent|] >100% effluent Pass
5/5/14 100% <1| 100% effluent|] >100% effluent Pass
6/9/14 100% <1| 100% effluent| >100% effluent Pass
7/14/14 100% <1| 100% effluent|] >100% effluent Pass
8/11/14 100% <1| 100% effluent| >100% effluent Pass

June 2013-August 2014: TRE/TIE initiated in
response to permit triggers being exceeded. TIE
studies were unsuccessful in confirming toxicity or
identifying potential toxicants. The frequency and
magnitude of the observed paralysis (a sub-chronic
effect) in RWF effluent have also declined.





NOEC | Tuc NOEC% |ECoric25| TST
Start Date (Survival) | (Reproduction) (Reproduction) (Reproduction) (Reproduction)
9/12/14 100% <1l| 100% effluent| >100% effluent Pass
10/3/14 100% <1| 100% effluent| >100% effluent Pass
11/3/14 100% <1l| 100% effluent| >100% effluent Pass
12/8/14 100% <1| 100% effluent| >100% effluent Pass

Note: SJISC uses a TRE/TIE trigger of 2 TUc calculated as 100/EC50 or IC50 or three sample
median of >1 as recommended in the 2009 TRE Workplan submitted to Regional Water Board

* <1 - This result was rejected due to an anomolous dose response inversion.
** Test Failed Quality Control







CALIFORNIA ASSOCIATION of SANITATION AGENCIES

CASA 1225 8" Street, Suite 595- Sacramento, CA 95814 - TEL: (916) 446-0388 - www.casaweb.org

March 9, 2015
Sent via email to mliao@waterboards.ca.gov

Marcia Liao

Water Resources Control Engineer

San Francisco Bay Regional Water Quality Control Board
1515 Clay Street, 14th Floor

Oakland, CA 94612

Subject: Comment Letter — Tentative Order for Las Gallinas Valley Sanitary District
Sewage Treatment Plant (LGVSD) (NPDES No. CA0037851)

Dear Ms. Liao:

The California Association of Sanitation Agencies (CASA) appreciates the opportunity to
comment on the Tentative Order for reissuance of the Las Gallinas Valley Sanitary District
Sewage Treatment Plant (LGVSD) NPDES Permit. CASA is a statewide association
representing more than 100 municipalities, special districts, and joint powers agencies that
provide wastewater collection, treatment, clean energy and water recycling services to millions
of Californians. Our association does not routinely comment on matters within individual
regions, except in circumstances such as this, where the proposed regional action could have
significant statewide implications.

Our comments relate to the proposed effluent limitations and other provisions related to toxicity.
To the extent that the terms being incorporated into this individual NPDES permit could affect
how other regions approach toxicity, and could impact the promulgation of a forthcoming
statewide plan or policy governing toxicity, all of CASA’s members statewide have a significant
interest the development and implementation of this permit. CASA has reviewed the comments
of the Bay Area Clean Water Agencies (BACWA), and concurs with the technical points
BACWA has raised. We also request that the Regional Water Board decline to adopt the
proposed toxicity provisions which are precedential, premature and potentially in conflict with
the Statewide Plan for Toxicity Assessment and Control currently under development by the
State Water Board.

Adoption of a permit that contains numeric effluent limits for toxicity in advance of the
promulgation of the statewide plan on this issue is inappropriate and premature. The State Water
Board has been working with stakeholders, U.S. EPA and regional water boards to develop
revised toxicity provisions for inclusion in a statewide water quality control plan through a
public process, and release of a revised draft is expected soon for public comment. An
appropriate statewide plan will replace the current patchwork of regional water board practices
with a consistent and standardized approach to toxicity. Adoption of numeric effluent limits for
toxicity in an individual Regional Water Board permit interferes with a significant amount of
work being done at the state level.

Ensuring Clean Water for California





CASA requests that the chronic toxicity limits contained in the tentative permit be removed and
replaced with a narrative chronic toxicity limit and triggers, at least until such time as there is a
comprehensive statewide toxicity plan to govern those terms.

We appreciate the opportunity to provide comments on the tentative permit, and feel free to
contact me at alink@casaweb.org or (916) 446-0388 if you have any additional questions or
concerns.

Sincerely,

A [

Adam D. Link
CASA Director of Government Affairs
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March 35, 2015

Bruce H. Wolfe, Executive OfTicer

California Regional Water Quality Control Board
San Francisco Bay Region

1515 Clay Street, Suite 1400

Oakland, CA 94612

Re: U.S. EPA comments on draft NPDES permit for Las Gallinas Valley Sanitary District
Sewage Treatment Plant (NPDES No. CA0037851)

Dear Mr. Wolfe:

Thank you for the opportunity to review and comment on the draft NPDES permit for the
discharge from Las Gallinas Valley Sanitary District scwage treatment plant. We support the
permit as currently proposed and its prompt adoption. EPA previously reviewed the pre-notice
draft permit for this plant in January 2015, EPA agrees with San Francisco Bay Regional Water
Board (Regional Water Board) staff that discharges from the facility exhibit the reasonable
potential to exceed the narrative water quality standard for chronic toxicity in the San Francisco
Bay Region Basin Plan and that water quality based effluent limits (WQBELS) ure required
under 40 CFR 122.44(d)(1)(i) and (v}. However, EPA was concerned that the pre-notice draft
permit did not meet Clean Water Act (CWA) statutory and regulatory requirements hecause the
pre-notice permit contained only a “trigger™ for further investigation related to chronic toxicity,
rather than an actual WQBEL. Based on CWA section 401(d)(2), 40 CFR 123.44, and the 1989
NPDES Memorandum of Agreement (MOA), EPA initially objected to the pre-notice draft
permit on January 15. 2015 (Attachment 1).

On February 5, 2015, EPA received a revised public nofice draft permit for the plant.
Based on a review of changes made to the permit, EPA finds that the Regional Water Board has
changed the permit to eliminate the bases of the initial permit objection. This revised permit is
the subject of vur comments, below.

FI'A is pleased that the subject draft permit clearly requires actual effluent limits on
chronic whole cffluent toxicity (WET). where there is reasonable potential (see Order section TV,
A, Table 4, p. 5; Attachment F section IV.C.3.e, pp. F-26 — F-27). EPA agrees with the Regional
Water Board’s decision to use numeric chronic WET WQBELS for this POTW permit, which are
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feasible to calculate for this discharge. As a result, the permit meets the requirements of CWA
sections 301(b)(1)(C) and 502(11) and 40 CFR 122.44(d)(1)(i) and (v). Moreover, EPA supports
inclusion of both monthly (multiple toxicity test results) and daily (single toxicity test result)
WQBELSs for toxicity in this permit, based on the reasonable potential analysis provided in the
Fact Sheet section referenced above.

We want to underscore the fact that the draft permit clearly identifies the WET statistical
approach chosen by the Regional Water Board to measure chronic toxicity for compliance (i.e.,
EC25). The draft permit connects this choice to the expression of both the chronic WET
WQBELSs and effluent monitoring and reporting requirements, as well as the applicable narrative
water quality standard for chronic toxicity in the Basin Plan. Consequently, the NPDES permit
contains transparent, clear, and enforceable requirements for chronic WET.

We note that the permit proposes chronic toxicity WQBELs based on a reasonable
potential finding using recent chronic WET data, but that WQBELS for acute toxicity may not be
required if there was no finding of reasonable potential for acute toxicity during the previous
permit term. Also, we note that the monitoring and reporting program’s thresholds (i.e., 1
chronic toxic unit (TUc) and 2 TUc) for accelerated effluent monitoring and Toxicity Reduction
Evaluations (TRESs) have been carried over from the previous permit into this permit. Because
chronic WET at these effect levels in the effluent is well studied under the current permit and the
Regional Water Board has proposed a mixing zone for protective chronic WET WQBELSs set at
higher magnitudes (i.e., WQBELs of 2.7 TUc and 5.3 TUc), we support using the proposed
chronic WET WQBELS as the appropriate thresholds for accelerated monitoring and TREs.

If you have questions regarding these comments on the public notice draft permit or our
initial objection to the pre-notice draft permit, please call David Smith at (415) 972-3464.

Sincerely,

Jane Diamond, Director
Water/bivision
(v

cc: Mark Williams, General Manager-—Las Gallinas Valley Sanitary District
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January 15, 2015

Bruce H. Wolfe, Executive Officer

California Regional Water Quality Control Board
San Francisco Bay Region

1515 Clay Street, Suite 1400

Oakland, CA 94612

Re: Pre-notice draft permit initial objection letter—NPDES permit for Las Galhnas Valley
Sanitary District Sewage Treatment Plant (NPDES No. CA0037851)

Dear Mr. Wolfe:

Thank you for the opportunity to review and comment on the pre-notice draft NPDES
permit for discharges from the Las Gallinas Valley Sanitary District sewage treatment plant. We |
mitially received the Las Gallinas pre-notice draft permit for review from Marcia Liao of your
staff via email on November 26, 2014. On December 18, 2014, Robyn Stuber of my staff
confirmed via email and telephone call to Bill Johnson of your staff that the San Francisco Bay
Regional Water Quality Control Board (S.F. Bay Regional Water Board) agreed to an extension
of time for the U.S, EPA to comment on the pre-notice draft permit until January 16, 2015.

Based on whole effluent toxicity (WET) data provided by Ms. Liao on October 14, 2014,
and in response to a request on December 17, 2014, the U.S. EPA believes that the discharge
cxhibits the reasonable potential to exceed the narrative water quality standard for chronic
toxicity in the San Francisco Bay Region Basin Plan and that water quality based effluent limits

(WQBELS) are required under 40 CFR 122.44(d)(1)() and (v).

Based on a review of the pre-notice draft permit’s fact sheet and permit itself, it appears
that there is no “limit” for chronic toxicity. Instead, the pre-notice draft permit only establishes a
“trigger” for further study. This provision needs to be revised to ensure this permit includes
effiuent limitations as stringent as necessary to meet water quality standards and comply with
- NPDES requirements. While the permit includes clear numeric effluent limits for chemical-
specific pollutants and acute WET necessary to meet Clean Water Act (CWA) requirements, the
permit does not appear to have a WQBEL for chronic WET, but only a trigger. Importantly,
there is no explanation as to why a numeric WQBEL would be infeasible to calculate. We are
concerned that chronic WET is treated differently than chemical-specific pollutants and acute
WET in a way that is inconsistent with NPDES regulations. Accordingly, pursuant to 40 CFR
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123.44 and the 1989 EPA/State NPDES Memorandum of Agreement (MOA), we reserve the
right to object to issnance of this permit, if these concerns described below are not addressed.

A. This permit must include a WQBETL for chronic toxicity: “trigeers” for further

investigation are not WQBELs.

In 1989, EPA promulgated regulations at 40 CFR 122.44(d)(1) implementing CWA
section 301(b)(1)(C) to administer the development and implementation of WQBELSs for both
narrative and numeric water quality criteria. Under the regulations, WQBELSs must control all
pollutants, as well as WET, that will be discharged at a level that causes, has the reasonable
potential to cause, or contributes to an excursion above any State water quality standard. CWA
section 502(11) defines “effluent limitation” as “any restriction established by the State or
Administrator on quantities, rates, and concentrations of chemical, physical, biological, or other
constituents which are discharged from point sources into navigable waters.” NPDES permits
- must contain “effluent limitations” for WET where reasonable potential has been demonstrated
for excursion above a narrative criterion. 40 CFR 122.44(d)(1)(v).

Here, the draft permit appears to describe a narrative limit for “levels” of chronic WET.
However, this provision is linked to a monitoring provision that essentially converts it into a
trigger, as the only levels identified in permit are called “triggers.” The provisions of the permit
at issue are:

Order, section IV.D: Whole Effluent Chronic Toxicity

Discharges at Discharge Point Nos. 001 and 002 shall not contain chronic
toxicity at levels that would cause or contribute to toxicity in the receiving
water. Chronic toxicity is a detrimental biological effect on growth rate,
reproduction, fertilization success, larval development, or any other
relevant measure of the health of an organism population or community.
Compliance with this limit shall be determined by analysis of indicator
organisms and toxicity tests conducted on samples from Monitoring
Location EFF-001 as described in the MRP.

Attachment E, section V.B.1.c.ii-v: Whole Efﬂuent Chronic Toxicity, Monitoring
Requirements, Frequency

ii. The Discharger shall accelerate [quarterly] monitoring to monthly after either
exceeding a three-sample median of 1 TUc or a single-sample maximum of 2
TUc. Based on the TUc results, the Executive Officer may specify a different
frequency for accelerated monitoring to ensure that accelerated monitoring
provides useful information.

iii. The Discharger shall return to routine monitoring if accelerated monitoring
does not exceed either trigger in ii, above.





iv. If accelerated monitoring confirms consistent toxicity in excess of either
trigger in ii, above, the Discharger shall continue accelerated monitoring and
initiate toxicity reduction evaluation (TRE) procedures in accordance with section
V.B.3, below. :

v. The Discharger shall return to routine monitoring after implementing
appropriate elements of the TRE, and either the toxicity drops below both triggers
in ii, above, or, based on the TRE results, the Executive Officer determines that
accelerated monitoring would no longer provide useful information.

While it may appear that section V.B.1.c.ii establishes a numeric “limit,” sections
V.B..c.iii-v describe the monitoring results as only activating a “trigger” for more frequent
monitoring. Thus, these monitoring provisions render the narrative limit into a trigger. Such
“triggers” do not meet the definition of “effiuent limitation” under the CWA, as they do not
restrict the “quantity, rate, or concentration” of pollutants in the effluent. CWA section 502(11).
They simply require further investigation.

B. The reasonable potential analysis for chronic toxicity is inadequate.

Under 40 CFR 122.44(d)(1)(v), the permitting authority must conduct a reasonable
potential (RP) analysis to determine the need for any chronic WET limit, either narrative or
numeric. The RP analysis is generally provided with the fact sheet and includes information
about discharge data and compliance history of the discharger.

Based on the toxicity data provided by the S.F. Bay Regional Water Board, the
discharged chronic toxicity at this facility is often >1 TUc. Further, the fact sheet states:
“Throughout most of the previous order term, the Discharger regularly observed some chronic
toxicity, but typically at low levels. ... Nevertheless, 21 out of the 27 tests found chronic toxicity
greater than 1 TUc.”

The RP analysis is inadequate because, despite acknowledging consistent exceedances of
the 1 TUc “trigger,” the fact sheet nonetheless concludes: “Given that the chronic toxicity
observed has been relatively low ... the reasonable potential for the discharge to cause chronic
toxicity in the receiving water is considered low. Therefore, this Order contains only a narrative
. chronic toxicity limit! A numeric limit is unwarranted.”

This analysis is inadequate for several reasons. First, either there is or there is not RP that
warrants a limit. The regulations do not describe a range of options from low to high. Second, it
appears that with many exceedances of the “trigger,” reasonable potential is established and a
limit, whether narrative or numeric, is required. 40 CFR 122.44(d)(1)(v). Third, given that the .
analysis uses 1 TUc or 2 TUc to assess chronic toxicity for monitoring purposes, it appears that a
numeric limit is entirely warranted and feasible. Fourth, as explained in section A above, the
narrative limit in this permit is eviscerated by the monitoring provisions that call only for
triggers. Thus, the suggestion that the permit contains a valid narrative limit is incorrect.





C. WOBELSs must be as stringent as necessary to meet water quality standards, including
numeric WOBELSs as needed.

Even if the draft permit contained a valid narrative WQBEL for chronic WET, the S.F.
Bay Regional Water Board has failed to justify how such a narrative requirement would achieve
water quality standards and why a numeric WQBEL is not feasible, It would appear that the
monitoring provisions contain a potentially feasible and enforceable limit, i.e., “three-sample
median of 1 TUc or a single- sample maximum of 2 TUc.”

The S.F. Bay Regional Water Board may be following State Water Resources Control

Board (State Water Board) Water Quality Order (WQO) 2003-0012, which does not provide for
~ the use of numeric effluent limits for chronic toxicity, nor for any chemical causing toxicity. As
we have previously discussed with the State Water Board, WQO 2003-0012 misinterprets 40
CFR 122.44(k)(3), which provides that effluent limits may be other than numeric (such as
narrative) if numeric limits are infeasible.

To comply with the CWA, the S.F. Bay Regional Water Board must ensure that the
WQBEL for chronic WET will be as stringent as necessary to meet water quality standards under
CWA section 301(b)(1)(C) and 40 CFR 122.44(d)(1). This entails showing why a narrative limit
is as stringent as necessary for the discharge to protect water quahty and why a numeric WQBEL
is not feasible.

For this permit, the S.F. Bay Regional Water Board has not provided any explanation as

to why it would be infeasible to calculate numeric WET limits for chronic toxicity. By contrast,

the permit contains numeric WET limits for acute toxicity. Recently, the Los Angeles Regional
Water Board adopted and issued permits for four POTW permits in the Calleguas Creek
watershed and two POTW permits in the San Gabriel River watershed which express chronic .
toxicity WQBELSs numerically. Additionally, chronic toxicity WQBELSs in NPDES permits for
POTWs issued in California that are not governed by WQO 2003-0012 are expressed
numerically. Here, along with further fact sheet explanation of authorized mixing, the permit
could require “three-sample median of 1 TUc or a single-sample maximum of 2 TUc” as
numeric limits, for a monthly monitoring period. This would clarify permit chronic toxicity
compliance requirements for everyone.

D. POTW effluent limits for toxicity must meet 40 CFR 122.45(d) and act as WET

WOBELSs that meet water quality standards for aquatic life protection under 40 CFR
122.44(aY1)(4).

The permit contains no determination under 40 CFR 122.45(d) regarding the duration of
the WQBEL for chronic WET. It should specify a daily, weekly, or monthly duration. As a
result, the permit does not meet 40 CFR 122.45(d), or 40 CFR 122.44(d)(1)(), which requires
limits based on the RP analysis. The permit can address this concern by incorporating
quantitative/numeric daily and monthly WQBELs for chronic toxicity and toxic chemicals.

Following our 1989 NPDES MOA, EPA’s initjal objection shall delay this permit’s
public notice pending action under MOA section 11.C.4.a, until the draft permit is modified to





address the issues raised in this letter. If you have questions regarding our initial obiection to the
subject pre-notice draft permit, please call me, David Smith at (415) 972-3464, or Rubyn Stuber
at (415) 972-3524. We look forward to the expeditious resolution of our concerns regarding this
permit.

Sincerely,

RN
: ‘;}’ﬁ’bﬁ"- :j/g L/A/—

d-:ger\,” Janc Dialmf.:rr}d, Director
Water Division

cc: Tom Howard, Executive Officer—California State Water Resources Control Board

Mark Williams, General Manager —Las Gallinas Valley Sanitary District











